Government of Bihar

Publice Health Engineering Department
District Level Water Testing Laboratory:- Siwan

Sample Collected by School Authority:- CITI FORD SCHOOL QUTUBCHAPRA SIWAN

Date:- 18.02.2026
sL N f i Parameters
’ Block Panchyat Village g geon Total
No. Habitation | of Source |pH |Turb.[EC |TDS |TH |ca |Mg [cI |Alka.[Fe [NO, [sO, |[F|As Col
CITIFORD
A e : Qutub SCHOOL
1 |Hussainganj| Badram Qutub Chapra Chapra QUTUB 6.96 | 0.8 - | 243|124 | 23 9 28 | 120 | 0.19 | BDL | BDL | 0.18 <11
CHAPRA
Desirable Limits 6.5- | 50 - | 5001200 | 75 | 30 | 250 | 200 | 0.3 | 45 | 200 | 1.0 { 0.01
Permissible Limits 85 [ NR | - [2000| 600 [ 200 | 100 [1000)| 600 [ 0.3 | NR | 400 | 1.5 [ NR
All parameters are under disrable limits
1%lo2] 26
Chemist D.L.L

P.H. Division, Siwan




